
Installationsanleitung 19" 1HE HD Rangierfeld geschirmt/ungeschirmt
Installation guide 19" 1U HD Panel shielded/unshielded 
Instructions de montage 19" 1U HD Panel blindé/non-blindé

023.0133 / 023.0134 / 023.0135 / 023.0138 / 021.2736 / 021.2737

48 - Port Basic

24 - Port Basic

48 - Port

24 - Port

24 - Port
Cat. 5 / Cat. 6

24 - Port Basic
Cat. 5 / Cat. 6



2

023.0149

Montage / Installation

B1

A1 A2       

023.0134/023.0147

023.0139

023.0121/023.0123 023.0149

023.0133/023.0147

023.0140

B2

C3 C4

„click“

!

023.0149021.2735 / 021.2739 021.2740

C1 C2

„click“

!

Cat. 5 / Cat. 6
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C7

D2

023.0124

023.0124023.0125

Demontage / Remove

„click“

D1

023.0125

„click“

C8

C5 C6

023.0123 023.0153

! !

023.0149023.0121/023.0123 023.0149

D3 D4
Cat. 5 / Cat. 6
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023.0126

D6D5

023.0126023.0123

Upgrade 24 Port - 48 Port
E1 E2  

023.0370 023.0371

F1 F2

023.0155 023.0128

Beschriftung / Labeling 48 Port
OptionalOptional

E3 E4

023.0373 023.0372

„click“

„click“
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G

023.0129

Kabelführung / CableguideBeschriftung / Labeling 24 Port
H1

H2

023.0130

023.0142



6

Headquarters

Switzerland
Reichle & De-Massari AG
Binzstrasse 32
CHE-8620 Wetzikon
Telephone HQ +41 44 933 81 11
Telefax HQ +41 44 930 49 41
E-Mail hq@rdm.com

www.rdm.com 
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